INDIANA DEPARTMENT OF HOMELAND SECURITY
302 West Washington Street

MICHAEL R. PENCE, Governor
Indianapolis, IN 46204

STATE OF INDIANA

COMMISSION MEETING MINUTES
Indiana Fire Prevention and
Building Safety Commission

Government Center South

302 W. Washington Street
Indianapolis, Indiana 46204
Conference Center Room B

March 4, 2014

(@)
Diana M. H. Brenner
Ron Brown
Thomas Cloud

Michael Corey A
od e issioner, Department of Labor

Department of Health

ode Services 4
er, Director, Legal and Code Services

stes-Boxell, Code Specialist
itzpatrick, Code Specialist
aines, Code Specialist

cth Sutor, Secretary
James Schmidt, Deputy Attorney General,. and Gary Bippus, Administrative Law

=

ON
Judge, were present.

Indiana

ABtate that Works

An Equal Opportunity Employer




2. Old Business
Chairman Hawkins called for any corrections or a motion to approve the minutes of the February

4, 2014, meeting. Commissioner Brenner moved to approve, with the second by Comm1ss1oner
Corey. It was voted upon and carried. Commissioner Brown abstained.

3. Third Party Inspectors

Pyramidl, Inc.

19260 County Road 46
PO Box 463

New Paris, IN 46553

Marc Reynolds, Fire and Building Code Enfofcem '
recommended approval. Commissioner Brenner moved approve, w1th the second by
Commissioner Corey. It was voted upon and carried.

4. Variances

Tabled Variances

proponent for vaﬁe 13 11 incere Heart “Day Care Center Merrillville. The city
had wanted thera fac111ty, but the %er didn’t want to sprinkle just one unit of
his building. They Wi : ate the space, and a fire alarm system will be
installed. The propon rof one staff member to eight clients. Following
discussig er moved to approve, with the second by Commissioner Von

ance 14-1-5, Stone Church Apartments, Bloomington, had no
questions. Commissioner Corey moved to table, with the second by
n. It was voted upon and carried. Variance 14-1-18, Roche Diagnostics
nt Center, Indianapolis, had been incomplete and was now eligible to
had begn listed as a “B” on the staff review. Commissioner Brenner moved to
approve, v second by Commissioner Corey. Variance 14-1-21, Iron Works, Indianapolis,
had also b complete and was now eligible to be heard. It had also been a “B” on the staff
review. Corgtssmner Corey moved to approve, with the second by Commissioner Von Deylen.
It was voted upon and carried. Christina Collester, RTM Consultants, spoke as proponent for
variance 14-1-32, Team Combat Live, Hobart. A Chapter 34 evaluation had been done and the
facility failed to pass by 1% points in one category. A fire alarm system was to be installed, and




Ms. Collester was to visit the facility to determine how best to approach the remaining issues.
Josh Magner, Hobart Fire Department, advised the Commission that the tarps had been installed
by Mr. Swets, and had not been existing when he took up occupancy in the building. Following
discussion, Commissioner Brown moved to deny. Motion died from lack of second.
Commissioner Cloud moved to table, with the second by Commissioner Brenner. r dt-was voted
upon and carried with one nay. Christina Collester, RTM Consultants, spoke a@p@ent for
variance 14-1-69(a)(b)(c), Model Mill Building, Noblesville. She stated thatéthere had been a
sprinkler system inspection, with Commissioner Mitchell present, to deterniin mpliance with
density. They had been unable to fully test the dry systems due to the Wﬁer, butrecords show
they had been tested last year and were scheduled to be retested in A?iﬁl She noted the system
was overdesigned for the facility, and that the owner wanted to canver‘t;the dry systems:t

though one system may not be possible to convert. Followin
asked that Ms. Collester submit a letter, stamped and sealed,. orting on What she obse arid:
what she recommends to be done with the system. Commissioner Brenner then made a motl%
approve all three applications with the condition that the. dry syst%as have an accelef tor
installed or converted to a wet system within six months. Ciﬁssmﬁ rown made the second.
It was voted upon and carried W1th one nay. Comm1s51oner Mitck ‘abstamed Variance 14-02-

!E% ISel

Hite made the second. It was voted upon andcartrie
had been an incomplete “A”, and was now e%lble to b

Chairman Hafvkins es in the*block vote to be called out or any abstentions.
Commissioner Hoc 1] 14-03-15(a) through (h), Project Emerald Ash
Office 4-03- 17(a)(b)(c) PrOJect Emerald Skyhne Residential Tower Ft.

The follow variances were approved as submitted:

(1) 14-03-4 Purdue University Vawter Field Housing 2012, West Lafayette
2) 14-04-5 Purdue Center for Student Excellence & Leadership, West Lafayette




?3) 14-03-7 Waste Management, Lafayette

“) 14-03-8(a)(b)(c) Sleep Inn & Suites, Indianapolis

(5) 14-03-15(f) Project Emerald Ash Office Tower, Ft. Wayne

(6) 14-03-17(b) Project Emerald Skyline Residential Tower, Ft. Wayne

@) 14-03-26(b) Mishawaka Grove Development, Mishawaka =

®) 14-03-29 Holy Life Missionary Baptist Church Stair Lift, Indlanapo,li?'%é

9)  14-03-30 Hinkle Fieldhouse Renovation Phase 2, Indianapolis 4

(10)  14-03-31 580 Carmel, Carmel £ =

(11)  14-03-42(a)(b)(c) Scott County Jail Addition and Renovation, S

(12) 14-03-43 Mirro Family Research/Education Center at Parkview Regi
Wayne =

(13) 14-03-51 733 Loft Apartments, Indianapolis

The following variances were heard separately: —
£

(14)  14-1-5 Stone Church Apartments, Bloomington

The proponent for the application, 1
to rescind the table, with the seco

d materials, and labor supplied by J. Edward Light students. It had been done

“a CDR, and when properly filed, it failed to pass Comcheck by 3%. The request
was 10 allow the building to remain noncompliant. Following discussion, Commissioner
Cloud moved to approve both (a) and (b). Commissioner Von Deylen made the second. It
was voted upon and carried.



(18)

(19)

(20)

14-03-06 Exide Technologies Repair Facility Addition, Muncie

Scott Perez, Arxtheon Consulting, spoke as proponent. The request was to allow the
overhead door opening to be increased to 12°x13’ to allow the largest loaderfto enter the
building without possibility of damage. Code allows 120 square foot£openings. The
facility recycles batteries and was granted variance 13-10-8 to omit.4fire suppression
system, thereby avoiding contaminated water runoff. The requiren;@%f that variance
are being complied with. Following discussion, Comm1sswﬁ Tenner. moved to
approve, with the second by Commissioner Corey. It was vat% upon a
one nay vote.

14-03-9(a)(b)(c) Candlewood Suites, Bloomingto

o

;Ef_‘_%% n Deylen moved to
approve all three variances, with the second by Comm; er Brenner. It was voted upon
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€st was to omit the exterior
sprinkler above the top floor balconies: [s”or overhangs above them to
capture heat and actlvate the spnnkler ids. Commissioner Brown moved to approve,

; ect, spoke as proponent. The building was to be used as a cold storage
heat and no electricity The request was to omit the plumbing ﬁxtures as

the S@md by Comm1s510ner Corey. It was voted upon and carried.

§=

Breaking and reconvening. Chairman Hawkins recessed the Commission at 10:15 a.m. It was
called back to order at 10:26 a.m.




(23) 14-03-13 Roche Diagnostic, Indianapolis

24)

25)

Terry Schultz, Code Consultants, Inc, spoke as proponent. The facility will have two
communicating stairs connecting all three floors of the new building for ease of employee

-access. Each stair will have an exterior wall on one side, two sides of g alls, and

open to the interior on the fourth side. The request was to allow the us
curtain, activated by fire alarm, smoke alarm or water flow, to close .e6ff

oponent.Zihe %e request was to aﬁ%w
SO tha%u for the partial 4™

14-03-15(a)(b)(c)(d)(e)(g)(h) Project %nerald We r, Ft. Wayne

total complex, filling 80% of
the city block arale entities, was designed as a single high-rise
building of L@ ion. : structure will be protected throughout with

eparation of floors ﬁve through eight of the Ash
arage by a 2-hour horizontal assembly. Legal
and each tower will have a separate riser and command center.
issioner Brown moved to approve, with the second by
ted upon and carried. Commissioner Hoch abstained from
ariance (b) was a request to provide exit width from the sixth
p calculated at 660 persons based on the actual use of the floor.
iect architect, and owner of the Emerald Ash Office Tower, Tim Ash,

e not rented to outs1de groups, so at no time would the three areas
ly be occupled at capacity. Followmg discussion, Commissioner Cloud

camﬁ Variance (c) was a request to allow certain elements of the structural frame and
roof assembly of the atrium connecting floors 6-8 to be unprotected. Sprinklers would be
provided at the top of the columns to spray the web of the steel, with upgraded sprinklers
in areas where the steel was less than twenty feet below the roof. The exposed steel is an




integral design feature of the atrium. Following discussion, Commissioner Brown moved
to approve, with the second by Commissioner Cloud. It was voted upon and carried.
Variance (d) was presented by Christina Collester, RTM Consultants. The request was to
allow the smoke control system to have 6 air changes per hour as per the old code,
instead of the 100 air changes using current methods which are not suitdble for the
relatively small projected area of the atrium. Following discussion, Commiissioner Cloud
moved to approve, with the second by Commissioner Corey. It waSEvoted upon and
carried. Variance (e) was a request to use the stairway de51gn__ sure permitted in
NFPA 92A for smoke control systems in sprinklered bu11d1ng=fFodlscussmn
Commissioner Brenner moved to approve, with the second bgommmsnémeEBrown It
was voted upon and carried. Variance (g) was to allow.the mechanical pent
exceed the permitted 's of the roof area allowed by et e%he penthouse )
mechanical equipment only, and is driven by the sm%and complexity of the equipment=="
itself. F ollowmg discussion, Commissioner Cloudoved to approve, with the secon?

Ad carried. Var@e (h) was a requﬁt to
de. i’_ﬁl‘aura Ft. Wayne Fire
#radios and not the building
=Mitchell moved to approve

and that a repeater be pr0V1ded if
It was voted upon and carried.

T Consultants, spoke as proponent. Variance (a) was to allow separate
e structures with separation of floors five through fifteen of the Emerald

assembly. Legal easements are in place, and each tower will have a separate riser and
command center. Following discussion, Commissioner Brown moved to approve, with
the second by Commissioner Corey. It was voted upon and carried. Commissioner Hoch
abstained from voting on these variances. Variance (c) was a request to omit the two-way



(28)

(29)

communications system required by code. Jim Maura, Ft. Wayne Fire Department, stated
that they would use their own two-way radios and not the building communication
system. Following discussion, Commissioner Brown moved to approve with the
condition that the Ft. Wayne Fire Department approve the fire command center, and that
a repeater be provided if requested. Commissioner Brenner made the second. At was voted
upon and carried. e

Clty

=

Doug Trent, RTM Consultants, appeared as proponent. gg%@l ddition was beﬁ;ifﬁ_%lde
to an existing outpatient center to provide doctor ofﬁees They would be separated by the—
use of the exterior masonry wall of the center as a 1 hour ﬁreézbamer allowed underithe
NFPA 101 Life Safety Code. The facilit

Following dlscugsron
Commissioner Cloud moved to approve, with‘th by Commissioner Corey. It was
voted upon and carried. —

14-03-19(a)(b) Greenwood Pizza

Tim Callas, J&T Consulting, spoke as %ro pa

Variance (a) was a request to allow thewuse of P n=th
wall per a gypsum fire resistance design regft ing thesuse of metal studs. They would
have to dismantle the existing walbednd disrupt 4he adjoining business during
construction. Whrte Rlver%re Department advised the Commission that

Consultants, spoke as proponent. The building in question was most
art gallery and tea shop. The current tenants would like to use it for a

he variance request was to adjust the fire safety score to passing. The
is a ballroom, intended to be used as a banquet hall in the future, but

instalfed, but a sprinkler system is not financially possible at this time. Ron Richey,
Lafayette Fire Department, and Bonnie Robison, Plan Review, both expressed some
concerns. The proponent requested it be tabled to gather further information. Following



discussion, Commissioner Corey moved to table, with the second by Commissioner
Hoch. It was voted upon and carried.

Breaking and reconvening. Chairman Hawkins recessed the Commission at 12& p m. for

lunch. It was called back to order at 1:10 p.m.

€

(32)

14-03-21 Brownsburg Meadows, Brownsburg
Ed Rensink, RTM Consultants, spoke as proponent. Th

reversed, allowmg the occupant to re-enter the bulldgwa one of two egress doo

]
the courtyard to reach an exit discharge. The building is spnﬁklered w1th an NFP,%

system. Following discussion, Commissioner Bz
by Commissioner Richard. It was voted upon ¢

had been designed with an 11” tread epth e 1 "a 16” tread depth on the
on to access the seats. A
discussion was held as to whether the staiz§*should be addressed under assembly seating
or stairway lan jirements. It wai%decided the code cite should be changed to
1009.4 for st , and that theyzcomplied. Commissioner Von Deylen moved

that no v guired, with the se £by Commissioner Richard. It was voted

=

e Depot Storage Building #10, Indianapolis

, spoke as proponent. The request in (a) was a request to
drant w1th1n 400 feet of the new self-storage building. The wood
ith wood trusses would have walls and ceiling sheathed with steel
nent felt that the cost to install a 600 foot extension to the water line
mcel the project. Margie Bovard and Steve Rowland, Indianapolis Fire
advised the Commission of their concerns. Following discussion,
r Corey moved to table, with the second by Commissioner Cloud. It was

ur Table 29. Toilet facilities are provided in the office for employees, and no storage
of hazardous materials is allowed. Jeff Dean, City of Indianapolis, voiced his concerns
about omitting the required fixtures. Following discussion, Commissioner Von Deylen




moved that no variance was required, with the second by Commissioner Richard. It was
voted upon and carried.

=

It was requested that the reconsideration of variance 13-11-52 Indiana Mentor,Merrillville, be
moved forward. Commissioner Corey moved to allow the variance to be moyéd forward on the

agenda. Commissioner Brown made the second. It was voted upon and carri€

G4

(35)

P

13-11-52 Indiana Mentor, Merrillville 2

correct the issues. She then asked that the varian ':em
research Ph111p Toper Merrillville Fire
i missioner Brenner moved
ng posted. Commissioner

Ed Rensink, RTM Consultants, spoke a%ﬁponent. A pew elevator is being constructed
within the footp 2 levels of parking garage, with access to the library plaza. In
e as to allow the%evator hoistway enclosure, rated within the

er, RTM Consultants, spoke as proponent. The request in variance (a) was
e use of sliding doors for the bathrooms in patient rooms. The proposed
Bullgg Code will allow this in rooms with an occupant load of less than ten. This will
allow for more efficient use of space in the sprinklered building. Commissioner Brenner
moved to approve, with the second by Commissioner Von Deylen. It was voted upon and
carried. Variance (b) was to allow the nurse area and common areas to be open to the

10



corridor in the assisted living facilities. Following discussion, Commissioner Von Deylen
moved to approve, with the second by Commissioner Corey. It was voted upon and
carried. Variance (c) was to allow non-rated glass windows in the nurse station 1-hour |
corridor. This was to allow privacy during phone calls and discussions, while maintaining
visual contact with the residents. Commissioner Cloud moved to approve with the
condition that %" tempered glass be used. Commissioner Hoch made t d. It was
voted upon and carried.

(37)  14-03-26(a) Mishawaka Grove Development, Mishawaka

b

Ed Rensink, RTM Consultants, spoke as proponent. Theﬁe—sﬁt was to allow a~de
corridor of 125 per the proposed 2014 Building Cod§ he building will be spri
and will comply with all applicable aspects oft Chapter 1. Following discussiem,
Commissioner Corey moved to approve, with th nd by Comimissioner Von Deylen.
It was voted upon and carried. ¢ =

(38)  14-03-27 Ford Center, Evansville

=

14-03-32 Jan ley Cunity Health Center, Indianapolis

d Rensink, REM Consultants, spoke as proponent. Approximately 8,000 square feet was
ng convertéd to outpatient medical offices. The request is to omit the required 1-hour

. COITi as allowed by the NFPA Life Safety Code 101. A corridor smoke
d em will be provided, as well as a manual fire alarm system. Three exits to
the exterior are provided from the corridors, and two exits directly to the exterior from
withifl the tenant area. This will provide a travel distance of less than 100 feet. Following
discussion, Commissioner Mitchell moved to approve, with the second by Commissioner
Corey. It was voted upon and carried.

11



(41) 14-03-33 Fairmount Camp Dining Hall, Fairmount

Ed Rensink, RTM Consultants, spoke as proponent. The request is to oniﬁl?e%equlred
sprinkler system due to the lack of a water supply capable of supplying sufficient water
for the system. The dining area will have five exterior exits and a E%lstance of less
than 70 feet. There will be a manual and automatlc fire alarm Sys , e detection

the second by Commissioner Corey It was voted upon an¢

(42)  14-03-34 St. Mary Parish Phase 2 Building Expansia

school will be adding a 50,225

Type IIB construction. The req
entire facility, qualifying for unlimi
A3 area, but not as a single buildin, C 1b quire a 4~hour fire wall between
the two occupancies, which, in a Ehool sel e impractical and create

operational hardships. Following discussion£€omm ‘Brenner moved to approve,
with the second by Commissioner Hoch%as voted upé% and carried.

the allowable area for
ifhited area for the

A portion. Bot@ﬁons cfsthe building are sprinklered, as well as the addition. Nlnety
€ = = minute rated % assemblies will be provided for door openings in the fire barrier.
iscission Commissioner Brenner moved to approve, with the second by

Ed Rensink, RTM Consultants, spoke as proponent. A set of doors placed across an
existing corridor creates a 40 foot dead end. The doors are needed for security purposes,

12



(45)

(46)

segregating the front portion of the building when the school is used after-hours.
Sprinkler protection will be extended from the addition into the existing corridor with the
dead end, and an egress door will be provided into the existing cafeteria from the
corridor. Following discussion, Commissioner Brown moved to approve, with the second
by Commissioner Corey. It was voted upon and carried, with one nay vote.

14-03-37 Do 317 Lounge, Indianapolis

rules for new use of the space. The request was to ang the same tenant to mov
ﬁrst floor of the same bulldlng, Wlth the same rrements oithe variance to appi%
tem w1th s and strobes, and a

ve, with the second by
ray votes. Commissioner

e fire alarm panel, and have battery back-
up power 1 ard Johnson, City of Indianapolis inspector,
would accept the sounded within the guest rooms. The proponent

nager, spoke as proponent. This bulk storage facility is located in an area
sicipal water available. The request was to omit the sprinkler system. A dust
ssystem will be installed to reduce explosion hazards for the two employees
who in the building when needed. Following discussion, Commissioner Brenner
moved to approve with the condition that the dust collection system be installed with a
CDR. Commissioner Hoch made the second. It was voted upon and carried.

13



(48)

(49)

(50)

14-03-40 Center Grove Professional Resource Center Phase 2 Renovations, Greenwood

Ralph Gerdes, Ralph Gerdes Consultants, spoke as proponent. An existing school will

two existing, pre-1998 fire walls are assumed to not be structur:
would be considered fire barriers. The request was to be allowerggfo

voted upon and carried, with one nay Vote

14-03-41 EPE/Prostar and 4® Floor, West Lafays

it. Second floor classrooms,
our walls from the office

Ralph Gerdes, Ralph Gerdes Consultants, spoke as preper
designed for over 50 occupants will not be separate

The floor structures are also upgrad
discussion, Commissioner Brenner Ira ed
Corey. It was voted upon and carried. ©

. The c1ty does not object to the variance. Smoke

1 Systems will be added to the building, as well as a shunt activated
cut p@y music. Five exits serve the building, with a maximum
f 162 Teet. Following discussion, Commissioner Cloud moved to
seconﬁy Commissioner Hoch. It was voted upon and carried, with

Gref Sense Farms. The proponent explained that grow rooms, which house steel racks
and trays of plants with a watering system, and an office area were constructed within the
warehouse facility, protected by an ESFR system. The request was to omit sprinklers
within the grow rooms and office area. It was also noted that the owner of the building

14



Commissioner Mitchell left at this time.

(52)

(53)

did not wish to sign the application nor participate in the process. Following a lengthy
discussion which included the proposed use of a Ceilume ceiling tile system which is
designed to shrink away from its supports and fall when sprinklers activate,
Commissioner Von Deylen moved to approve with the conditions that heat detectors,
horns and strobes were installed in the grow rooms, the owner’s acknowleédgement be
submitted, and the office was to be sprinklered. Commissioner Corey madéthe second. It
was voted upon and carried.

sprinklered when the calculated occupant load, w
and drink station, exceeded 100. Patrons are given a

Fwhen thelr orders are placed
oy tem will be installed, and

system. Following discussion, Comimissi 3 gapprove, with the
second by Commissioner Cloud. I i

e as proponent. The facility, over four million
square feet i arm system upgrade which will be filed in three
phases T —request spection fees for each phase by one-third.
: hat the fee schedule should be updated,
the second by Commissioner Cloud. It was

s incomplete and ineligible to be heard. Commissioner Brenner moved
cond by Commissioner Von Deylen. It was voted upon and carried.

las, J&T Consulting, and Paul Puzzello, architect, spoke as proponents.
Follgwing cutbacks to its budget, the Army deeded the armory to the city. Plan Review
has declared this to be a change of occupancy, which triggers a Chapter 34 review. All
uses of the facility will remain the same, and the only change is that of ownership from
federal to local government. The request was to omit the Chapter 34 until such time a

15



(56)

7N

change of occupancy is considered. Any renovations done will comply with current code.
Following discussion, Commissioner Von Deylen moved to approve with the condition
that any future changes comply with current code. Commissioner Cloud made the second.
It was voted upon and carried.

residential area in lieu of the required fire wallET hey cannot achieve stru
independence of a fire wall. The residential areaﬁ be prot%ted with an NFPA 13F
sprinkler system. Variance (b) was a request to u e the masonry wall of the north building
as a fire wall to separate it from the south Blilding wh 1cl§s prE‘cast walls, roof and
floor. The doors are to be rated. Following discussios issioner Brown moved to
approve, with the second by Commissioner Cloud. It wa: upon and carried.

Tim Callas, J&T Consulting, spoke
into a former nail salon. A Chapter 34
request was to C
evaluation. R
did not ob o a copy of the Chapter 34 evaluation.

uation has eb:een completed and passed. The
arating this space to be the boundary of the

1 ed by a breezeway, will not be able to provide fire department access
vithin 150 feet of all portions of the building due to site constraints. During
¢ with the fire department, the owner agreed to maintain the building
¥ 4 #as B only, any future additions to the buildings will require a re-evaluation of
acce?oads and that the breezeway be built of 1-hour fire resistive elements. Ron
Richéy, Lafayette Fire Department, was present and confirmed the agreement.

Commissioner Brown moved to approve, with the second by Commissioner Corey. It was
voted upon and carried.

16



(59

(60)

(61)

(63)

14-03-54 Don Marcos Remodel, Lawrence

Tim Callas, J&T Consulting, spoke as proponent. The existing space ﬁﬁ&geing a
change of occupancy to an A-2, and Plan Review has determined theéatcupancy load to

allow the evaluation to be limited to within the tenant space. Th
the remainder of the building with 2-hour masonry and brick
Commissioner Von Deylen moved to approve, with the seecond
. ===
It was voted upon and carried.

y 4
14-03-55 Trinity Metals, Indianapolis

Tim Callas, J&T Consulting, spoke as proponent %%flstlng metal recycling S-1
Occupancy bu11d1ng has two private fire hydrants on sﬁe%ﬁealon-functlonal and one not

private south and west hydrants sin
used by the fire department. Marg1%
concerns to the Commission concerr%
Commissioner Brenner moved to ta

pphcatus%o that the proponent could
oner HoclFmade the second. It was voted

oponent stated the personnel would have ample tlme to exit
ayer would extend lower than 7 feet above the floor,
making egre enable wing discussion, Commissioner Cloud moved to approve,
with the seu% Commissioner Hoch. It was voted upon and carried.

|—
=

14-03-58 L&M Gardens, Fishers

17




Lloyd Long, owner, spoke as proponent. The gardens put up a greenhouse in April and
would like it to remain up until June, exceeding the thirty day limit. There is no cooking,
there will be fire extinguishers present, and the fabric will be flame retardant with
inspections per code. Following discussion, Commissioner Corey moved to approve, with
the second by Commissioner Von Deylen. It was voted upon and carried. =

(64) 14-03-59 Women’s and Children’s Renovation Franciscan St. F 5, \

120 feet when the horizontal exits are taken out of service. Construction doors
installed in the corridors to cut down the distanée to undersl100 feet, additional ‘&
signage and illumination will be adjusted<as :necessarys Following discussion,
Commissioner Von Deylen moved to approve wi ondition that the length of the
dead end be no more than 100 feet, and that the varia alid for a period of one year.
Commissioner Brenner made the second. It was voted upon an

of the code conce
code sections be em
Commissioner. Brenner.
o
—

= =1

Al
the members of the Commission did not object to the change of construction type and allowed
the variances to stand.
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7. Discussion and Commission Actions

B&K Drive-In of Knox, Inc.

Administrative Cause No. 13-19
Order — Fire and Building Code Enforcement
Nonfinal Order of Dismissal

Etna Pub
Administrative Cause No 13-18

Little Friends Daycare, Wabash.

Administrative Cause No. 1324 =
Order — Fire and Building Code~
Nonfinal Order of Dismissal

ts — Mara Snyder

= =

A % £
Ms. Snyde; Legal and Code Services, noted that LSA 13-339 had been approved by
the Budget Agency and the notice of intent would now be published. NFPA 72 would be

effective March 23, 2014. She also thanked John Haines for all of his hard work for the
Comm1ssmn noting again that this would be his last meeting.

19



10. Chairman Hawkins then adjourned the meeting at 4:53 p.m.

APPROVED

John Hawkins, Chairman
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